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To be read with Preliminaries/General conditions.

382/01

SLOP HOPPERSN13/
· Duct linings – preplumbed Vepps unit and proprietary frames as clause K32-160/01.
· Sanitary appliances pre-fixed and sealed to Vepps unit by Venesta unless stated elsewhere.

· Product: Franke Sissons Ltd. 9S30069PO, HTM64 (DUH) Hospital disposal unit with back inlet and left hand drainer.
· Dimensions: 1000mm x 300mm high (plus waste) x 600mm deep.

· Material: 1.2mm thick, grade 1.4301 (304) stainless steel with a satin polish finish.
· Cistern: Armitage Shanks S363267 Conceala 1 Universal height cistern for 9 litre flush, side supply and internal overflow.

· Cistern operating mechanism: Armitage Shanks S4385AA chain and lever.

· Flush pipe: constructed and installed by Venesta.

· Taps: S8270AA (TB H1) Markwik lever action bib taps (pair), S8347AA 100mm extensions and S8336AA 1/2in wall mounts for concealed plumbing.
· Other pipework: 0161052 McAlpine 1 ¼” x 10’ waste pipe HD1-10, 0161041 McAlpine 1 ¼” bend MS4, 0161035 McAlpine 1 ¼” wall flange T17.

· Trap: Insert waste option here.
· Sealing: Joint between trough and Vepps unit panel sealed with clear silicone sealant by Venesta.

· Optional accessories: insert option(s) here
Franke Waste options 

Franke Sissons 9S00050PO 110mm Stainless Steel P trap.

Franke Sissons 9S30081PO 110mm Stainless Steel S trap. 
0164083 110mm plastic P trap (Trap 4P).
Franke options 

Franke Sissons 9S30075PO L/R Pair of stainless steel cantilever brackets.

Franke Sissons 9S30076PO L/R Pair of stainless steel front leg supports.

Franke Sissons 9S30080PO Stainless steel outlet grating..
Note: HTM64 does not cover for the provision of leg supports to floor.

Note: Slop hoppers are for the disposal of liquid and solid waste in connection with clinical procedures.
